

















































































































	EPC-2000 Installation/Instruction for Super Plus
	Table of Contents
	Revision Changes

	Introduction
	Purpose
	Components
	Front Panel Membrane
	CPU Board
	Fan
	Relay Board
	Input Terminal Board
	Temperature Sensor
	Pressure Transducer
	Transformer
	Control Circuit Plug Assemblies
	Interconnect Cable


	Installation
	General
	Factory Installed EPC-2000
	Field Installed EPC-2000
	Startup
	Checkout Procedure

	Operation
	Keypad Functional Description
	Time and Date Display
	Passcodes
	Entering Passcodes
	Status Menu
	Maintenance Menu
	System Menu
	Alarm Menu
	System Alarms Table
	EPC-2000 Alarms Table

	Configuration
	Purpose
	Configuration Passcode
	System/Configuration Menu
	Factory Setup
	Checkout and Troubleshooting Procedure
	Recording Information
	Apparant Malfunctions
	Compressor Control Circuit Test
	Switchback Mode Test
	Alarm Relay Test
	Power Supply Test
	Temperature Sensor Checkout
	Koolgas Relay and Heat Reclain Relay Input Tests
	Continuity Checks

	Troubleshooting Checkout Procedures
	Replacement Parts List



